EPA REGION 7 CONTRACT- GREEN LEASE RIDER

PEST CONTROL— PROCUREMENT LANGUAGE

PRODUCT-SPECIFIC L ANGUAGE

1.6.1 Building Design should Reduce Pegticide, Fungicide, and Rodentide Applications. The Offeror's
design shdl minimize the need for ongoing pesticide, fungicides, and rodenticide applications by
selection of materiads and condtruction details during design (examples are choosing materiads not
subject to attach by micro-organisms and design details that do not provide locations for peststo hide,
colonize, or move about.)

Building Operating Consder ations

1.6.1 Application of Pest Control Products. When using insecticides, fungicides, and rodenticides,
careful planning and monitoring shal be used to avoid misapplication or ingppropriate timing of
goplication. Materiads shdl be carefully selected to minimize air levels of irritating substances.

OTHER APPLICABLE CONTRACT LANGUAGE

General References

p5  2.1.3.3Building to Reflect EPA’s Misson Offerors are encouraged to design, build, and
operae a safe, reliable, and cost-competitive facility that reflects, to the maximum extent
possible within the requirements of this Solicitation for Offers, EPA’ s environmenta protection
mission and its commitment to having a positive impact on the communities where it is located.
The following are concepts that should be considered during the design, congtruction, and
operdion of thisfadility:

Energy Conservation, via careful condderation of building Sting, passve solar design
goproaches, day lighting, energy efficient building shell design, low E glass, efficient mechanica
systems, minimizing waste energy and recapturing waste energy streams, use of solar power
and other renewable or innovative energy sources, “Greenlights’, advance building and
mechanica control systems, thoughtful building maintenance and operation, ec.

Water Conservation, viause of low flow toilet fixtures and through sendtive mechanica
system design, landscape design using native species and drip irrigation systems, and thoughtful
dte design.

Resour ce Conser vation, viathe use of materias with recycled contents or above average
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recycled contents, use of materids that are manufactured, packaged, or transported in an way
that reduces energy or material expenditures, construction period recycling and waste
minimization, and designing, building, and operating the building to accommodate EPA’s active
recycling program.

Indoor Air Quality, via careful placement of exhaust and air intakes in relative positions that
prevent cross contamination, consideration regarding radon in the building, protection of the
HVAC system during congtruction, the use of low VOC adhesives, paints, sedlants, and caulks,
congruction period ingtalation sequencing, sendtive janitoriad and cleaning gpproaches during
the building’s operating life. No use of asbestos or ashestos containing materias.

Other Environmental Factors, such as Protection of the Ozone Layer through the avoidance
of CFC s asrefrigerants and blowing agents for insulation; Protection of Endangered
Ecosystems and support of sustainable forestry practices by avoiding consumptive use of
endangered rain forest species and obtaining products from certified sustainable sources, use of
non leaded paints, and provision of plumbing systems that prevent eevated lead levelsin water.
Consder partnershipswith local utilities and energy savings companies to assis in financing low
emissons low operating cost mechanica systems.

The chdlenge is to minimize the conflicts between and maximize the benefits of these
environmenta requirements while meeting the other goa's and specification associated with this
project.

2.1.3.6 LEED Building Bronze™ Certification. The Building's design should, a& a minimum,
meet the levd of performance consstent with criteria assigned to the LEED™ Building Bronze™
Certification. The Leadership in Energy and Environmenta Design (LEED™) GREEN Building
Rating System has been developed by the US GREEN Building Council. Description and
criteriafor the LEED™ system can be viewed at http://www.usgbc.org/programs/leed.htm or
received from the US Green Building Council a 90 New Montgomery Street, Suite 1001, San
Francisco, CA 94105 or dialing 415-543-3001. Offerors shall provide (3) copies of
supporting documentation that demongtrates its participation in the LEED™ Reating system (i.e.
anotebook detailing how the building earned the LEED™ Bronze Certification).

5.17.1 Generd: This solicitation requires that energy conservation features be designed into the facility.
These features, if not in conflict with pecific requirements of this Solicitations, shal be those described
inthe “GSA Energy Conservation Guiddines for New Buildings’ Handbook.

5.17.5 Environmental Desgn Requirements.(A)_Energy Conscious Fecility Design: Fundamental design
decisons rdated to energy conservation shall be made during conceptua planning stages. The new
design shdl utilizes passive design techniques to minimize heating and cooling loads. When necessary,
the Offeror shdl use window reveals Szed to dlow maximum window shading in summer and minimize
shading of windows in winter months. Siting of the fadility in relaion to sun and prevailing wind paths




and vegetation, efficient design of building form and envelope in response to the climate, reduced
cooling load through use of day lighting, and reduced solar heat gains through proper design of solar
shading devices should be combined with proper selection of building materids and of HVAC system
design for an integrated energy consarving facility. The new facility shal meet Energy Efficiency
Standards set by ASHRAE 90-1 (1989) for Buildings. The building design and al construction
features (materids, methods of ingalation, including mechanical and dectrica systems) should provide
concepts that will reflect and provide reduced energy consumption within the other requirements and
condraints of this solicitation.

Recycled Materials Uses’Comprehensive Procurement Guidelines

5.17.7 Useof Recyded Materids: Under Section 6002 of the Resource Conservation and Recovery
Act (RCRA), the EPA has set guiddines for Federal State and loca procuring agencies, using
appropriated Federal funds, to purchase items composed of the highest percentage of recovered
materias practicable. The EPA requiresthat its facilities follow the guidedines of the Comprehensive
Guiddinesfor Procurement of Products containing Recovered Materids, Find Rule 40 CFR 247,
Federa Register, Monday, May 1, 1995; Recovered Materias Advisory Notice (SWH-FRL-5198-8)
Federal Register Monday, May 1, 1995; Comprehensive Procurement Guide |1, 62 Federd Register
60961, November 13, 1997; and Recovered Materids Advisory Notice |1, 62 Federa Register
60976, November 13, 1997. If CPG products are not used, provide documentation. The following
exceptions are dlowed: (1) when the cost is unreasonable: (2) inadequate competition exigts: (3) items
are not available within a reasonable period of time; or (4) items do not meet the solicitation
performance standards.

5.29.1 Off-Gassng after completion of interior fit up/furnitureinddlation At aminimum, following
completion of the interior build out and ingdlation of tenant furniture, the facility should be off-gassed
for at least 48 hours prior to occupancy. Provide the maximum rate of fresh air to the HVAC system
while maintaining other norma operating parameters and conditions regarding humidity and
temperature.

Where congtruction and finish work is being performed in portions of a building while other parts of the
building are being occupied, each congruction and finish work area shall be segregated from the
HVAC system so that exhaust from the congtruction and finish work area does not enter into the
HVAC system and contaminate parts of the building where congtruction and finish work and/or
furniture ingalation is complete.

HVAC ductwork should be sedled and protected from dust and dirt infiltration during construction,
epecidly for dust generating activities such as gypsum wall board finishing and sanding.






